ALL WORK SHALL BE APPROVED BY THE ARCHITECT BEFORE FINAL PAYMENT WILL BE MADE.

PIPE - FIRE PROTECTION

ABOVE GROUND SHALL BE SCHEDULE 40 BLACK STEEL PIPE ASTM A135. FITTINGS SHALL BE:

SCREWED FITTINGS SHALL BE CAST IRON, 175 LB. CLASS, BLACK, IN ACCORDANCE WITH ANSI B16.4 OR MALLEABLE IRON, 150 LB. CLASS, BLACK, IN ACCORDANCE WITH ANSI B16.3 OR WELDED FITTINGS SHALL BE STEEL STANDARD WEIGHTS, BLACK, ANSI B16.9, ANSI B16.25, ASTM A234, ANSI B16.5.